UST Compliance Assistance Checklist
PART L OWNER/OPERATOR INFORMATION
¢ 1. Facility Name: ISLE PUBLIC SCHOOL 6. Date of Visit: _5.26.15 7. Marketer: Non-Marketer; X
2. Owner: _ISLE PUBLIC SCHOCL DIST. 8. Site Arrival/Departure (Time): /
| 3. Operator: 9. Facility Address: 585 ISLE ST. W
5. Contact Person:  KEVIN SCHULTZ ISLE, MN. 56342
6. UST Site Phone #:  320-676-3335 10: Team Members:  ANDREW BOYDVJOHN LEBLANC
PART II. UST BITE INFORMATION
b Tank # I 2 3 4 5 6 7
| 2. Tank Type: FRP FRP
1 3. Piping Type: SW FRP SW FRP
| 4. Size of Tank: 10K 2K
5. Tank Contents: __ DIESEL GAS
6. Install Date: 713/91 711391
7. TTT Date:
8. LTT Date:
9: LD (Tank): ATG OPW SITE SENT -INAL
1 10: LD (Pipe): SITE 8UC.- TION
| 11. Closure Date:
j Perm  Tewp - P Temp  Peemn  Temp_ . Perm  Temp  Perm_ Temp_ Perm_ Temp  Perm Temp
|12, Spill: Yesx No_ Yes No _ Yes No__ Yes__No_ Yes_ No__ Yes_ No  Yes No
13.0verfill:  Yesx No__ Yes_No _  Yes_ No__ Yes_ No__ Yes_ No__ Yes_ No__  Yes_ No__
Type: FLAPPER
14, CP (Tank): Yes_ No__ Yes _No __  Yes_ No__ Yes_ No  Yes_ No__ Yes_ No . Yes  No_
: Date: NA FRP
Type: NA FRP
{ 15.CP (Piping):  Yes__No__  Yes_No __ Yes__No__  Yes_ No_  Yes_ No__ Yes_ No_ Yes No
‘ Date:
Type:
| 16. CP Monitoring: [For all cathodic protection systems {Galvanic Anodes and Impressed Current Systems)]
6Mo./3 Yrs:  Yes_ No__  Yes __ No__  Yes__ No__  Yes__ No__  Yes __ No__  Yes No  Yes No
Note: Monitoring conducted within six month of installation and three years after initial monitoring, [280.31(b)( 1]
Six Months:  Yes _ No__  Yes_ No__  Yes__No _  Yes__ No__  Yes __ No__  Yes__ No__ Yes_ No
Note: Monitoring conducied within six month of any repairs to UST system, [280.33(¢)]
Records: Yes No Yes Na Yes __ No __ Yes__ No__  Yes _ No__  Yes__ No. Yes No__

Note: Records on file s;_f—l.:'xsl lwg_r'nonimringzsuhs. [_23{).31(&(27

| 17. CP Monitoring: [For impressed Current Systems Only]

60 Day Insp.: Yes _ No__  Yes __ No__  Yes__No__ Yes__ No__ Yes__ No__ Yes__ No__ Yes  No
Note: System is inspected ever 60 days, involvers reading and recording sysiems voltage and amperage. [280.31(c)]
Records: Yes Mo Yes No Yes _ No Yes _ No__  Yes___ No__  Yes__ No__ Yes No

Note: Records on file of last three 1 voltage ammpe&;: madingsj-l-:’.&i(l%(_d.)( i1

{S729F2015)
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UST Compliance Assistance Checklist

PART I1l. RECOMMENDATION(S) & NARBATIVE COMBMENTS

1, Facility to provide info. on compliance:  Yes No 2. Follow-up visit recommended Yes Ne X

Notes: Motes:

I 3. Financial Responsibility (FR): Yes X No __  Expiration Date:

4, Inspector’s Remarks:

5. Additional Remarks/Comments:

DATE TANK 1 TANK2
5/1/14 8,266 1,951
6/5/14 6,127 1,428
7/3/14 5,946 1,428
8/7/14 5,865 982
9/4/14 5373 880 =
10/2/14 3,714 1,983
11/6/14 7271 1,709
12/4/14 9,042 1,445
11/15 7.908 1,248
2/6/15 5,636 830
3/5/15 3,668 2,025
4/2/15 7.532 1,927
577/15 5438 1,555

e NEEDS 35% PRODUCT FOR A ACCURATE RATING

Inspector Signature Date
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